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1. RECEPTACLE DETAILS ARE TYPICAL FOR WALL SWITCH.

2. STICK-ON LABELS ARE NOT ACCEPTABLE.

3. REFER TO SPECIFICATIONS FOR ADDITIONAL REQUIREMENTS.
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GENERAL NOTES:

1. COORDINATE LABELING SEQUENCE AND FORMAT WITH VA COR.
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